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Model:
PD9000-GP-8PI-16Al-5RY-E

Card 1: (4) Pulse/Switch Inputs
Card 2: (4) Pulse/Switch Inputs
Card 3: (4) 4-20 mA Inputs
Card 4: (4) 4-20 mA Inputs
Card 5: (4) 4-20 mA Inputs
Card 6: (4) 4-20 mA Inputs
Card 7: (5) Relay Outputs

+ (4-20 mA input) Submersible Pressure Transducer

+ (4-20 mA input) Level Transmitter
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